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Background: Facility management (FM) is an important phase in the building lifecycle. Although building
information modeling (BIM) technology has been widely used in the design and construction phase, efforts to
transfer information to the FM phase are still in the nascent stage. A good BIM-to-FM tool should be able to
inherit and integrate the building information built in the design and construction phase as well as be able
to provide a platform for managers to browse the information, discuss potential problems, and arrange
maintenance work.
Methods: In this research, a BIM interactive collaboration system for FM is designed and implemented. Two
modules were developed for optimizing the BIM system in the FM phase: the data arrangement module,
which has functionalities of data importing and processing, and the data presentation module, which
provides functionalities of data revealing and collaboration.
Result: From the results of an accessibility analysis, we verified that the developed system, V3DM+, can be
implemented on real projects. Managers can use V3DM+ to support operation and maintenance of buildings.
Moreover, a web-based platform allows users to manage facilities intuitively without investing on professionals
or specialized software.
Concluding: The proposed system, V3DM+, provides a data arrangement module to integrate building information
constructed by various types of commercial software and present them in a visual manner. The user can find the required
information, initiate a discussion on an issue, or arrange operation and maintenance tasks directly on this system.
Keywords: Building information modeling, Facility management, Interactive platformBackground
Facility management is an important phase in the life-
cycle of a building. The operation and maintenance costs
of a building are considerably greater than the construc-
tion costs (Gallaher et al. 2004). By providing appropri-
ate project information to facility managers, these costs
can be greatly reduced. In 1983, the National Academy
of Sciences first noticed the importance of useful facility
management data for operation and maintenance of
buildings (Scarponcini 1996).
In the past, facility managers used 2D graphics to ac-
quire basic information. However, 2D graphics contain
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the Creative Commons license, and indicate ifunderstand, thus leading to difficulty in interpretation of
the information for managers (Tsai et al. 2014a). Cur-
rently, many researchers have been attempting to imple-
ment building information modeling (BIM) for facility
management (FM). BIM visually presents spatial data
through 3D models, which can enhance managers’ level
of comprehension of the information (Tsai et al. 2014b).
The following sections review studies on BIM for FM
and the challenges in using BIM in the operation and
maintenance phase.
Yu et al. (2000) developed a framework for computer-
integrated FM and pointed out that the project data
should be selectively transferred into the building FM
phase. Vanlande et al. (2008) developed an extension of
BIM technology, which allowed the creation of an infor-
mation system dedicated to the entire building lifecycle.
A visual BIM-based approach for evaluating the coverageistributed under the terms of the Creative Commons Attribution 4.0
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building was developed by Chen et al. (2013). Lee et al.
(2015) conducted a case study of applying BIM coordin-
ation technology to a high-speed rail station. Edwards
et al. (2015) attempted to apply game engine technology
to BIM to build a collaborative and interactive platform
for end users of the building. YouBIM, a spin-off inter-
national building information modeling service firm, de-
veloped a software named YouBIM, which provides a
cloud-based solution to manage the building activities in
a simple way in the FM phase (YouBIM 2015).
Data inheritance and integration is one of the big chal-
lenges in implementing BIM technology for FM. BIM
has been widely used in the design (Lee et al. 2014) and
construction (Chen et al. 2015) phases. Although several
types of software exist in the market for architects and
constructors to build BIM models, interoperability of the
software is limited. Therefore, data transformation and
integration is difficult (Wetzel et al. 2015). To address
the issue of how to fully utilize existing data in the FM
phase, some standards have been developed for informa-
tion exchange. The Industry Alliance for Interoperability
(IAI) developed a data transformation standard, called
the Industry Foundation Classes (IFC), which allows
exchange of 3D models and information data among
specific BIM tools (NIST 2007). According to buildingS-
MART, which publishes the IFC data model standard,
IFC can currently be supported around 150 software ap-
plications worldwide (buildingSMART 2015). Further-
more, East (2007) reported in Construction Operations
Building Information Exchange (COBIE): Requirements
Definition and Pilot Implementation Standard that the
development team of the National Building Information
Model Standard (NBIMS) released a standard known as
COBIE for selecting information generated in the design
and construction phase and providing the information
to the operation and maintenance phase.
Besides data inheritance and integration, the design of
existing BIM tools is another challenge. Existing BIM
tools are typically designed for the construction industry
and have the main functionality of model and data con-
struction, with user interfaces designed to support this
activity. However, FM involves multidisciplinary activ-
ities, and hence, a BIM tool for FM should be able to
provide diverse functionalities, such as visualization,
analysis, and discussion (Becerik-Gerber et al. 2012;
Singh et al. 2011).
In summary, BIM is an advanced approach for the
architecture, engineering, and construction (AEC) indus-
tries that aids in the exchange and interoperability of in-
formation for design, construction, and management
(Eastman et al. 2008). BIM technology has been success-
fully used in the design and construction phase of the
AEC industry. However, as Wetzel et al. (2015)described, “with all the success that BIM has experi-
enced during the design and construction phase, efforts
to transfer information to the facility lifecycle phase is in
its infancy.” Moreover, some problems remain to be re-
solved for optimizing BIM technology for FM. There-
fore, this research aims to develop a system that can
inherit and integrate building information from the de-
sign and construction phase and utilize the information
in FM. In addition, a visual interactive platform is de-
signed for data collaboration, which allows users to
browse through the facility information, discuss a facil-
ity’s potential problems, and arrange operation or main-
tenance personnel.Research goal
This research aims to develop a BIM interactive collab-
oration system for FM. FM plays a critical role in the life
cycle of a building because facilities are complicated and
need long-term maintenance. No software or BIM tools
thus far can completely integrate the 3D models and in-
formation data of facilities in order to specifically focus
on the development of a computer-aided system for FM.
Such a system should achieve the following goals:
1. The system should be able to integrate the 3D models
built by different BIM tools and data from different
types of software, which may have different file
formats.
2. The user should be able to intuitively use this system.
With this feature, users’ willingness to implement
this system will be elevated because they do not
need to invest in professionals or authorized
software.
3. The user should be able to find information about
a facility in a fast and efficient way, and the system
should allow them to instantly initiate a discussion.
By this feature, users can interact with each other
instantly when a problem is identified.BIM interactive collaboration system
In this research, a BIM interactive collaboration system
was developed, which can help administrators integrate
the 3D models and information obtained from construc-
tors and discuss issues related to facilities on a discus-
sion platform. In the following sections, we discuss the
modules of the system and their functionalities.
This system includes two main functions: data
arrangement and data presentation (Fig. 1). The data ar-
rangement module comprises functionalities for data
importing and processing. The data presentation module
reveals the processed data and provides an online plat-
form for users to discuss issues related to a facility and
assign tasks to concerned personnel.
Fig. 1 BIM interactive collaboration system with two modules: data
arrangement and data presentation
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The data arrangement module consists of two phases:
data importing and data processing. In the data import
phase, the facility models built by different software,
which may be in different formats, are transformed into
a unified format. The imported data are then integrated
and stored in a database in the data processing phase.Data importing
In the data import phase, users can import the 3D
models and information data. The files from different
BIM tools will be of various formats and sometimes are
not compatible. Thus, this system provides an Applica-
tion Programming Interface (API) library for converting
all the files into the same format. In addition, we also
developed a 3D model converter for non-BIM projects
that may not contain 3D-model files, such as ArcGIS
and ArcInfo for the GIS files.
To unify the file format, we provide a data-converting
API library, using which the 3D models can be exported
to the FBX file format. In the conversion process, a spe-
cific ID is assigned to each object and its related infor-
mation. As a result, the data can be integrated preciselyFig. 2 Data processing and integration of imported 3D models and informand the user can easily interact with objects and infor-
mation data.
Data processing
In the data processing phase, the imported 3D models
and information data are processed (Fig. 2). Each BIM
model is built by the respective department and so dif-
ferences may exist between the models. The imported
models are integrated and regulated to a central model,
and a core database is used to store the imported infor-
mation data. Every object in the model is linked with its
related information data by the specific ID created in the
data-importing phase (Fig. 3). For instance, a water pipe-
line model is linked with information regarding its loca-
tion, diameter, materials, and so on.
In addition, this system has an update management
center for managing the modified data. In the construc-
tion phase, a facility may be adjusted in accordance with
a revised construction plan. In the management phase, a
facility may be replaced because of damage or for updat-
ing. To append these new data to the existing data
accurately, the updating management central first inte-
grates the modified model into a temporary model, and
then sets an ID for both the models and their related
information data, which is the same as the ID of the
existing data.
Data presentation module
The data presentation module comprises two functional-
ities: data revealing and data collaboration. The data re-
vealing function presents the data in an intuitive and
visual manner. We developed an interactive platform
that provides data collaboration functions for the users
to discuss related issues and then allows the manager to
assign tasks to concerned personnel.
Data revealing
Facilities in the central model are demonstrated in a 3D
environment and information about each object isation data
Fig. 3 Information data and 3D models linked with the specific ID
so that the user can find an object’s information data by clicking the
3D models or searching by its ID
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in the 3D environment, with a first-person perspective
or browse through the whole 3D model from a third-
person perspective to find the facility they want to in-
spect and obtain related information. In addition, the
user can also find the facility’s relative position in the
virtual environment by searching its features, such as ID,
utilities, materials, or any other imported properties re-
lated to the facilities.
In this study, we use a game engine to display the 3D
environment. A game engine can provide a realistic 3D
rendering scene and users can navigate in the virtual en-
vironment without restrictions. Furthermore, the power-
ful real-time 3D graphics and networking properties of a
game engine provide an intuitive interface for the user
(Petri et al. 2014). By using a game environment, a facil-
ity manager who is not familiar with the complicated
operation of BIM tools can intuitively browse through
the models. The information data can be queried
when required. In addition, we use a filter to sort the
information data of the objects by their categories,
utilities, and location, allowing users to search for facility
information through a hierarchical menu. For instance, if
the user wants to know the pipe diameter of an air-
conditioner on the 5th floor, they can get this information
by searching the keywords: “air-conditioner”, “pipeline”,
and “5th floor”.
Data collaboration
Data collaboration not only helps a constructor discuss
issues in the design phase but also allows a facility man-
ager to assign maintenance tasks to workers. An obstacle
to facility design discussion is that various facilities exist
in a building, involving different kinds of professionals
such as air-conditioner technicians and mechanical, elec-
trical, and plumbing (MEP) mechanics. This system pro-
vides a collaborative platform for professionals to
discuss issues related to equipment in the design phase.
In the management phase, managers can navigate in the
3D environment to identify broken equipment and ob-
tain the responsible manufacturer’s communicationinformation to assign a maintenance task. For equip-
ment that has periods of effectiveness, such as extin-
guishers, the system will automatically inform managers
and the manufacturers a week before the expiry dates.
User interface design
This system has a web-based user interface that does
not require any authorized software. The user interface
includes a header and a work zone. The header contains
the project name and a mode switcher, which is for
switching between the different function modes of this
system. The work zone is divided into four viewers: sys-
tem utilities viewer, main viewer, information viewer,
and detail viewer. The system utilities viewer is revealed
or concealed depending on the function chosen by the
user. The 3D models are displayed in the main viewer.
The information viewer shows the ID and the name of
the objects revealed in the 3D environment. In the data
browsing mode, the detail viewer displays the detailed
information of the selected object. In the issue discus-
sion mode, the detail viewer unfolds the historic and on-
going discussion of issues related to the selected object,
and the user can start a new issue to discuss if
necessary.
System implementation
We developed a BIM interactive collaboration platform,
named V3DM+, for assisting FM. To implement the
proposed system, we combined HTML 5 and Unity 3D,
a game engine that supports 3D environments, virtual
navigation, and a web player. HTML 5 is used for visual-
izing information data and handling discussions. Unity
3D directly displays the 3D models on the website. By
applying Unity 3D and HTML 5, building managers can
use this system without considering hardware limita-
tions. The following sections will introduce the actual
user interface and operating procedure for V3DM+.
System structure
As mentioned in Section 3, the system we developed has
two modules, having two phases each, to process the
building data. Figure 4 shows the workflow of these four
phases. In data importing, models and information data
are imported into this system manually. By converting
the data into the same file formats through API, all the
data are stored in the data center. All data models are
then displayed in a 3D environment, which is built on a
game engine, while the information data can be accessed
through a website-based interface. In addition, the issue
discussions that are ongoing or completed and task as-
signment records generated from the data collaboration
phase are stored as real-time data. These data are
imported into the system automatically and instantan-
eously as they are generated.
Fig. 4 Data flow in V3DM+
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BIM scenarios and applications. Figure 5 shows the
model–view–controller architecture (MVC) and tech-
nology of the V3DM+ system. The web services in Model
has a programing interface to access BIM models based
on JSON data format and internet HTTP protocol.
Thus, the interface provides extensibility of user scenario
development and integration of cross-platform applica-
tions, such as mobile, web, and other application plat-
forms, in order to provide interoperable services and to
adapt to potential and varied BIM scenarios. This imple-
mentation follows service-oriented architecture (SOA),
which provides services via a visible communication
protocol on network rather than the service provided byFig. 5 V3DM+ system architectureany vendor or product. In this article, the V3DM+ pro-
vides a web-based scenario for facility management,
established on the services provided by Model. View and
Controller are implemented through a web frontend
design.
Data importing and data processing are implemented
in Model, which stores BIM models and provides inter-
faces for accessing BIM models. The data conversion ap-
plications are responsible for data importing, which
converts BIM models into the formats defined in the
database (Fig. 5). The data conversion applications are
implemented using the API, which depends on BIM
model formats and tools, such as Revit and ArchiCAD.
The API encapsulates data processing procedures into
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models into the database. The procedures establish rela-
tions between information data and 3D models in the
database. These relations are retrieved and applied for
data revealing and data collaboration. Relation retrieving
is the fundamental functionality of the web services,
which implement the high-level interface for SOA usage.
Data revealing and data collaboration are performed in
a rich information application (RIA) framework for web
application. Users can reveal BIM models from inter-
active 3D elements and information grid tables, and they
can collaborate with their colleagues in facility manage-
ment scenarios provided by the system. The user inter-
face is implemented with HTML object tags including a
Unity 3D web player and information components. The
web player displays a 3D environment, which is inter-
active through the physical inputs, and can communi-
cate with other modules through Controller. The web
player is deployed by Unity Engine, a game engine that
supports web deployment. The information components
define UI templates to display the information other
than 3D models.
Data collaboration is implemented using Controller
along with VIEW. Controller consists of AJAX modules,
which coordinate the physical inputs and the compo-
nents in VIEW and SOA services in Model. The modules
describe how the SOA services organize the collabor-
ation scenario in facility management. The scenario con-
nects the users to work collaboratively on the same
problem-solving task.
User interface
The user interface of V3DM+ is divided into five parts:
the mode switcher, main viewer, information viewer, de-
tail viewer, and system utilities viewer (Fig. 6). The user
can choose a function by switching the mode at the topFig. 6 Five main parts of the system: mode switcher, 3D viewer, informatioof the screen. The main viewer displays the 3D render-
ing models of an entire building and its facility equip-
ment. On the left side of the 3D main viewer, there is a
toolbox for assisting the user in browsing the models.
The system utilities viewer is either revealed or con-
cealed depending on the function the user chooses. The
information viewer lists the ID and the name of the ob-
jects displayed on the 3D environment. The detail viewer
shows the details of an object on the right side of the
screen when the user clicks the object in the 3D model
or in the information viewer. For instance, if the user
chooses the air-conditioner on the fifth floor, the high-
resolution information viewer will list the air-
conditioner’s detailed information, such as its size, loca-
tion, useful life, and related files. In addition, the detail
viewer plays a different role in the issue discussion
mode. In this mode, a user who identifies a problem
about a facility can create a discussion for an issue in
the high-resolution information viewer. In addition, ap-
propriate personnel can interact with each other to de-
termine a solution to the problem and the manager can
assign maintenance tasks to the person in charge dir-
ectly on this platform.
In summary, the web-based user interface of V3DM+
allows users to browse both 3D models and information
data on the web browser easily. In addition, with this
system, users can interactively discuss issues related to
facilities with each other online. For solving maintenance
problems, users can directly contact the person in
charge and assign tasks.
Operating procedure
This section introduces the procedure for using V3DM+
(Fig. 7). Before executing the system, the user imports
the information data and models into the data arrange-
ment module manually so that the system can presentn viewer, detail viewer, and system utilities viewer
Fig. 7 Procedure for using V3DM+
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can also attach files such as installation instructions or
operation manuals to their related models. Next, the
user logs in to the system through a website browser
such as Internet Explorer, Google Chrome, or Safari.
After launching the system, the user can choose to
browse the facility data, initiate a discussion, or assign a
task by selecting the function using the mode switcher.
When the data browsing mode is chosen, the user can
browse the models in the 3D environment with a first-
person perspective or a third-person perspective. The in-
formation data are displayed when an object in the
model is clicked. The user can also search for a facility
in the 3D model by entering its ID, utilities, or location.
The files related to the facilities can also be downloaded
(Fig. 8).
In the issue discussion mode, the user can initiate a
discussion on the system. Since the information data
and the 3D models are all integrated in this system, the
user can directly discuss issues about facilities, such as
spatial planning or facility management. Moreover,
V3DM+ supports multiple log-ins, thus allowing appro-
priate personnel to simultaneously discuss the issues
online in real time without requiring a face-to-face
meeting.In the task assignment mode, a manager can assign a
task to maintenance personnel through this system
(Fig. 9). First, the manager identifies a facility in the 3D
model or simply by searching for its name or ID. Sec-
ond, the manager adds a new task based on the model
and inputs a problem description about the facility that
requires maintenance. Finally, the system sends a
message to the personnel in charge. After receiving the
message, the personnel can log in to V3DM+ and obtain
information about the broken facility, and then perform
the assigned maintenance task.
Accessibility analysis
An accessibility analysis was conducted to test the devel-
oped facility management system using a real project of
the Tamsui Civil Sports Center (TSSC) as a case study.
We first analyzed the management demands of the
TSSC. Second, we optimized and implemented V3DM+
on the sports center by taking completed construction
reports and models as the data source. Finally, we re-
ceived results and derived ideas from the case study.
Demand analysis of the TSSC
The TSSC is a sports center located in New Taipei City,
in the north of Taiwan. The TSSC building has five
Fig. 8 Downloading of related files when a facility is selected
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variety of facilities make maintenance management of the
TSSC complicated. The TSSC includes essential facilities
such as the MEP, fire, and air-conditioning systems. In
addition, management of sports facilities, arrangement of
cleaning staff, and placement of patrol officers are the
operational issues that need consideration.
Sports center management is more complicated than
that of normal buildings because of the high number of
facilities that require maintenance, such as treadmills,
badminton courts, or swimming pools. Furthermore, theFig. 9 Assignment of a task by a manager to maintenance personnel on thusers of a sports center can be anyone living near it ra-
ther than a fixed group of people, thus increasing the
difficulty of maintenance. Therefore, considering a
sports center for the case study is a worthy option.
To implement V3DM+ for the sports center, we first
listed all the spaces in the TSSC and sorted by location.
The spaces were then analyzed according to six oper-
ational management terms: site rental, site maintenance,
equipment rental, equipment maintenance, cleaning, and
regular inspection (Table 1). After the analysis, we found
that sports-related spaces typically needed managemente system
Table 1 Spaces in the TSSC analyzed according to site rental, site maintenance, equipment rental, equipment maintenance,
cleaning, and regular inspection
Floor Facilities Operational arrangement
Site Equipment Cleaning Regular inspection
Rental Maintenance Rental Maintenance
B1 Swimming pool V V V V V V
Spa V V V
Stores V
Infirmary V
Life guard office V
B2 Parking lot V V
Machine room V V
Machine room (swimming pool) V V
Water storage tank V
1F Ticket office V
Stores V
Rock climbing area (outdoor) V V V V
Infirmary V
Office & Conference room V
Lobby V
Restaurant V
2F Outdoor platform V
Aerobics room V V V
Fitness training room V V V V V
Spinning bike room V V V V
Play room (for children) V V V
Chess room V V
Rest area V
3F Comprehensive courts V V V V V
Table tennis room V V V V V
Machine room V V
Instrument room V
Rest area V
4F Billiard room V V V V
Rest area V
Auditorium V
5F Badminton court V V V V V
5F Multifunctional courts (outdoor) V V V
Racquetball court V V V V V
Shower compartment V
R Machine room (elevators) V V
Machine room (air-conditioning) V V
Converter room V V
Electricity generator V V
Water storage tank V
V : needs management
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rooms in the TSSC needed regular inspections. In
addition, except for water tanks, all the spaces needed
arrangement of staff for environment cleaning.Optimization and implementation of V3DM+ for TSSC
The first step in the implementation of V3DM+ for the
TSSC is importing BIM models, including information
data and 3D models, into the data arrangement module.
For this step, we took the completed construction re-
ports and existing BIM models of the TSSC as the data
source. Via the API library, the 3D models were trans-
formed into FBX files, and the information data were
stored in a database and connected to the 3D models by
specific IDs. Related files, such as equipment user man-
uals, were also attached to the BIM models.
After data importing, the system was improved to
meet the management demands of the sports center.
The task assignment function was improved for a man-
ager to arrange cleaning staff and regular inspectors
(Fig. 10). The inspectors can log into V3DM+ to update
the situations of the facilities. In addition, an online res-
ervation function was added to the system so that people
who want to rent sports sites or equipment can reserve
them using this system (Fig. 11).Results
A case study of the real project was conducted to valid-
ate the accessibility of V3DM+, a BIM-based system for
FM. The results confirm the feasibility of implementa-
tion of the proposed system.
The manager of the sports center can use V3DM+ to
directly browse through the data of all facilities in theFig. 10 The manager arranges inspection or cleaning tasks on V3DM+; thesports center, which increases the efficiency of facility
maintenance. For example, without V3DM+, the man-
ager needs to physically find a broken pipeline, which
may often be installed in the ceiling, in order to acquire
its specifications. However, with V3DM+, the manager
can obtain all the information about the broken facility
on V3DM+ and contact the manufacturer directly.
For the operational management, those who wish to
rent equipment or space can log into V3DM+ and make
an online reservation (Fig. 12). The manager can also
check the reservation application in the system. More-
over, the manager can arrange a cleaning task and regu-
lar inspection after checking the facilities through
visualization. During task processing or after completing
a task, inspectors and cleaning staff can upload the task
progress into V3DM+ for the manager to confirm
(Fig. 13).Discussion and evaluation
In this study, we developed a BIM interactive collabor-
ation system, V3DM+, for FM. Through an accessibility
experiment on a real project, we verified that V3DM+
can greatly contribute to FM. However, some limitations
exist for implementing this system in a real case.Contributions
This research proposed an innovative system for FM
and made efforts in the following aspects:A universal system for facility management
This system can integrate all the data built by different
types of BIM tools manually. V3DM+ provides an APIinspector and cleaning staff upload the progress report in the system
Fig. 11 Online reservation function for reserving sites or equipment on V3DM+
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file format.
A web-based platform with an intuitive user interface
Unlike other commercial software, V3DM+ provides a
web-based platform that does not require users to invest
in authorized software or employ professionals. TheFig. 12 Online reservation for renting equipment or space by logging in tointuitive user interface can elevate the willingness of
users to implement this system.
A multifunctional system for both managers and
maintenance personnel
V3DM+ provides three main functions: data browsing,
issue discussion, and task assignment. A manager canV3DM+
Fig. 13 Inspectors and cleaning staff upload the task progress to V3DM+ for the manager’s confirmation
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and initiate a discussion online when a problem is de-
tected. In case of regular inspection of facilities or main-
tenance of broken facilities, a manager can directly
assign maintenance tasks to appropriate personnel. In
addition, the personnel can update a progress report on
the same system.
Enhancement of comprehension of information via
visualization
The data are visualized to provide users with complete
and clear information. The issues or tasks can be con-
nected to a realistic 3D model to enhance comprehen-
sion for appropriate users.
Limitations
Even though V3DM+ can support several types of FM
issues, there are still some limitations to overcome, as
mentioned below.
Low data integrity for existing projects
When implementing V3DM+ into an existing project, we
can only use completed construction reports and existing
3D models as a data source. Therefore, it is difficult to en-
sure the accuracy and integrity of the data source.
Manual importing of data
V3DM+ does not currently include a feature for auto-
matic importing of data. Instead, users must use an API
library to manually import data into the system.Different demands of the system functions
Different management practices lead to different de-
mands of the system functions. Therefore, the functions
of the V3DM+ base need to be adjusted according to
users’ management demands.
Data importing standard
From the findings of the accessibility analysis of the
TSSC, we found out that it is difficult to ensure the in-
tegrity of inherited data. Therefore, we developed a data
importing standard for using V3DM+. In this standard,
the data may be classified into three main categories:
architecture, MEP, and operational facilities. Each cat-
egory has different importing standards in the three
phases, design, construction, and management. For ex-
ample, the model for architecture-related data, which
will remain unchanged in the operational phase, is sim-
plified to avoid excessive and unnecessary data (Table 2).
However, the operation-related data should provide a
complete model and detailed manufacturing information
so that managers can easily find the maintenance manu-
facturer in case of a facility breakdown (Table 3).
Conclusion
In this study, we designed and implemented an innova-
tive system, V3DM+, for facility management. This sys-
tem provides an interactive collaboration platform for
the maintenance and operation phase. Managers of a
building can browse through the data, initiate discus-
sions, or assign maintenance tasks directly in V3DM+.
Table 2 Architecture-related model, simplified to avoid excessive and unnecessary data
Category Architecture Detail Foundation
Name Footing
Data generation phase Design Construction Management Notes
ID V V V
Materials V V V
Modeling 
information
Length V V V
Width V V V
Height V V V
Elevation V V V
Area - - -
Volume V V V
Weight V V V
Manufacturing







Price - - -
Attached files
Drawings V V V
Standards V V V
Pictures - V V
Catalog - - -
Manual - - -
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Table 3 Operation-related data is provided as a completed model with detailed manufacturing information
Category MEP Detail Water pipeline
Name Cold water pipeline
Data generation phase Design Construction Management Notes
ID - V V
Materials V V V
Modeling 
information
Length V V V
Width V V V
Height V V V
Elevation V V V
Area - - -
Volume - - -
Weight - - -
Manufacturing







Price - - -
Attached files
Drawings V V V
Standards V V V
Pictures - V V
Catalog - V V
Manual - V V
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Lee et al. Visualization in Engineering  (2016) 4:5 Page 15 of 15For the users to manage facilities without the need to
use authorized software, a data arrangement module was
developed, in which an API library is used for importing
models built using different BIM tools. For connecting
all objects in the models with their related information
data, specific IDs were assigned to both the object and
its related data. In addition, a game engine was applied
for presenting a model in a realistic 3D rendering envir-
onment. Using the game engine to display the special in-
formation, the user can browse through the model
intuitively in a visual way.
Through an accessibility analysis, we verified that the
system can be implemented in a real project, and the re-
sults confirmed that V3DM+ is an effective tool for facil-
ity management. Users can import data into V3DM+
regardless of the file format. Using V3DM+ to manage
facilities is easier than using existing BIM tools. The
analysis results showed that V3DM+ has a great poten-
tial to elevate the effectiveness and reduce operational
maintenance costs for buildings In future work, auto-
matic importing and presentation of data will be realized
by implementing a data transformation module.
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